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TIME

1 
2 

A 

3 

RANGE

BLINDERS

LIGHT

4 7 

10 

4 7 

10 

Slash Mark 

Blinder adjustment levers 

Control Panel Cover

20 ft (6.1 m)
small motion

30 ft (9.1 m)

20 ft (6.1 m)
small motion

40 ft
(12.2 m)

40 ft.
(12.2 m)

4 
ft

.
(1

.2
 m

)

Sensor

US Sensitivity and PIR Disable

3 amber flashes High ultrasonic sensitivity, PIR enabled

2 amber flashes Medium ultrasonic sensitivity, PIR enabled

1 amber flash Low ultrasonic sensitivity, PIR enabled

3 green flashes High ultrasonic sensitivity, PIR disabled

2 green flashes Medium ultrasonic sensitivity, PIR disabled

1 green flash Low ultrasonic sensitivity, PIR disabled
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